Ford Memorial Daycare
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of Ford
Memorial Daycare, 16400 W. Warren, Detroit, MI., on May 16th, 2016. The sample
results taken in conjunction with this investigation are also presented on Appendix
1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Brenda
Bradford on April 29, 2016. :

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General ; '

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.

Results of the tests indicate that the water is below the threshold for lead
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contamination. A copy of the lab report and Chain of Custody is attached (Appendix
1).

3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not

hesitate to contact the undersigned.

Respectfully submitted,

CAD A=

Michael Etters
Field Scientist

onica Starks, CIEC
Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification
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Appendix 1, Lab Results, Chain of Custody
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Laboratory 1D: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585
ANALYTICAL REPORTS
SAMPLE CODE: 366004

512512016 16900 W. Warren

Customer: G, S: Group Source: Ford Memorial Daycare, Sample
Monica Starks 1 Kitchen (First Draw)
;;ggo Woodward Ave Source City: Detroit
Detroit, Ml 48203 Source State: M

Date/Time Receilved:  5/16/2016 14:00
Collected by: D. Hemphill
The results herein conform to TN and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the reporl. The
uncertainty of the test resulls are available upon request. All Dates and Times are reporied as U.S. Eastem Time.
Legend:
Any 'Level Detected' marked with an astenisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.
“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed

“Standard” This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:

IRL  levl  DF Daefme  Dae  DatelTime
 Oetoced  Sempled  Prepped  Anlyzed

Fedld# Contammnant Method Standard  Uni

Inorganic Analytes - Metals

1030 L N

These test results may be used for compliance purpose as required.

iAnalyst TeSts

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approva! of National Testing Laboratones, Ltd.
Page 1 of 1 355004 Lead Only Date Printed: 5/25/2016 2.56:44 PM




Laboratory iD: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 448-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355005
512512016
Customer:  G.S. Group Source: Ford Memorial Daycare, Sample 2 Kilchen (Flush)
Monica Starks )
17800 Woodward Ave Source City: Detroit
#200 Source State: i

Detroit, M1 48203

Date/Time Received:  5/16/2016 14:00
Collected by: D. Hemphill
The resulls herein conform to TNI and ISONEC 170256:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant tevel (MCL) or one of the Standards of
Quality.

YND” This contaminant was not detected at or above our lower reporting limit (LRL)
"NAY Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL” This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Conammant Method Standard  Units LRL  levd  DF date DatelTme
- ; o ...~  Deteced epped  Analyzed

e

Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

lAnatyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 355005 Lead Only Date Printed: 5/25/2016 2.56:45 PM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48187-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 366006
512512016
Customer: G. S: Group Source: Ford Memorial Daycare, Sample
Monica Starks 3 Women's Bathroom (First
17800 Woodward Ave Draw)
#200 . g
Detroit, M1 48203 Source City: Detroit
Source State: M

Date/Time Received:  5/16/2016 14:00
Collected by: D. Hemphili
The resuits herain conform to TN! and ISONEC 17025:2005 standards, where applicable, unless otherwise namated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting fimit (LRL)
"NA" Not Analyzed '

wStandard”  This column indicales either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant  Method Standad  Unts LRL  level  DF DatefTime  Dae _ DatefTime
. ... Detected ~  Sampled ‘

_ Analyzed

tnorganic Analytes - Metals

These test results may be used for compliance purpose as required.

lAnalyst 1 Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written appraval of National Testing Laboratories, Ltd.
Page 1 of 1 355006 Lead Only Date Printed: 5/25/2016 2:56:45 PM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 365007
512512016
Customer:  G.S. Graup Source: Ford Memorial Daycare, Sample
Monica Starks 4 Women's Bathroom (Flush)
;Zggo Woodward Ave Source City: Detroit
Detroit, M1 48203 Source State: Mi

Date/Time Received:  5/16/2016 14:00
Cotlacted by: D. Hemphill
The resulls herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reporled as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an aslerisk {*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND™ This contaminant was not detected at or above our lower reporting limit (LRL)

"NA" Not Analyzed

wStandard®  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA

Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

“DE" This column indicates the contaminant dilution factor.

Report Notes:
Fedld# Conamiant  Method Stnded  Uns LRL  level D Dame  Dale  Dawmme
... .~ Dewced  Sempd = Pepped  pnavzed

Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

iAnalyst ; Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 355007 Lead Only Date Printed. 5/25/2016 2.56:45 PM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M!, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355008
512512016
Customer:  G. S. Group Source: Ford Memorial Daycare, Sample
Monica Starks 5 Men's Bathroom (First Draw)
;;ggo Woodward Ave Source City: Detroit
Detroit, Ml 48203 Source State: M

Date/Time Received:  5/16/2016 14:00
Collected by: D. Hemphill
The results herein conform to TNt and ISOEG 17025:2005 standards, where applicable, unless otherwisa narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant t.evel (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not delected at or above our fower reporting limit (LRL)

"NA" Not Analyzed

“Standard”  This column indicates sither the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporling Limit, which is the lowest level that the laboratory can detect a contaminant.

“DE" This column indicates the contaminant difution factor.

Report Notes:

Inorganic Analytes - Metals

1030 mg/L

These test results may be used for compliance purpose as required.

IAnalyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 355008 Lead Only Date Printed; 5/25/2016 2:56:45 PM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356008
512512016
Customer:  G. S. Group Source: Ford Memorial Daycare, Sample
Monica Starks 6 Men's Bathroom (Flush)
;;ggo Woodward Ave Source City: Detroit
Detroit, M1 48203 Source State: Mi

Date/Time Received:  5/16/2016 14:00
Collected by: D. Hemphill
The results herein conform to TNI and ISO/NEC 17025:2005 standards, where applicable, unfess otherwise narrated in the body of the report. The
unceriainty of the test results are available upon request. All Dales and Times are reported as U.S. Eastem Time.
L.egend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL} or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
“LRL" This column indicates the Lower Reporting Limit, which is the lowes! level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminent ~  Mothod Standard  Unts LRL  level  DF Daieffime  Date  Date/Time

_ Detecled  Sampled  Preppd  Analyzed

Inorganic Analytes - Metals

These test resulls may be used for compliance purpose as required.

alyst Tesls

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 355008 Lead Only Date Printed: 5/25/2016 2:56:45 PM




&4 National Testing General Compliance

LY
Order Number: 2076912
Order Date: 04/19/2016 oy
Sample Number: 1[1] A
p . 2 MY e ey isn 10
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
TSR: BF
Sold To:
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting information:
17800 Woodward Ave
Detroit MI 48203 Payment §:
Check #:
Lab Comments/Special Instructions:
Date Sampled ;5 { /2 /b

Time Sampietf!_.Q__:.ZQi Please Use MEltary Time, 0.g. 3:00pm = 15:00
Check Time Zone: [PfEST JestJmsTJpsT
Client Name: o = Menyp rial DQ\:(’QY(’,

Phone Number: @('}) - 3(07 - D ES(?O

Fax Number:

PWS ID# (if applicable): Stato Forms:

Sampie ID or Source: [ Kbchen ( o -
: Lab Sample mfoa'm;ﬂon:
Source Type: [7] Spring [ Well Municlpal [7] Surface Date Received:] MAY,I 6 Zmﬁ
[] Other:
Time Recefved'/{ !(! /0]

City & State: Y ) trot, Wi( Recelved-By:
(If Different than Above) v

mple recelpt cr

[ peviations frem a
on PSA form.

Sample Collected By: |

Sample Collected By: 7)o nos [Hew ehi(
(Please Print)

FormComptetedBy::( !ﬂnﬂcg Hg 2{3;({

Additional Comunonts:

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




National Testing

General Compliance

Laboratories, Ltd. Order Number: 2076912 T
BN Order Date: o4nopoie 00005
Quedity Water Analysie  Sample Number: MR
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment $:
Check #;

Date Sampled :_8/ (61 /&

Time Samp'edt_ﬂ_!ﬁ Plaase Use Miliary Tims, e.g. 3:00pm = 15:00
Check Time Zone: [{EST [JCSTLIMSTL]PST
Client Name: £ rd Memor g Dm/; care

3D 57 - D500

Phone Number:

Fax Number:

PWS 1D# (if applicabie):

Sample 1D or Sourcezsa wale 2 Hit :E':ul C Flush 2

Source Type: [[] Spring [T] Well [Q/ Municipal [7] Surface
{71 Other:

Dot MU

City & State:

Lab Commente/Special instructions:

{f Different than Above)

Sample Collected By: | 2 MAA

7" (Signsture)

Sample Collected BY: 1)~ nn oy [ pon oh' (|
(Please Print) |

Form Completed By: ‘| " wnhi (!

Additlonal Comments:

State Forms:
t.ab Sampte info!
Date Recelved £ Ifﬁ?ﬁ“
Time Received N
Receiyved By

Sample rece!pt crite cked & acceptable.

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




-

4 National Testing

General Compliar -

3550
[Laboratories, Ltd, Order Number: 2076912 w6
N Order Date: 04/19/2016
Quality Woier Analyi Sample Number: L
1-800-458-3330 Product: Lead Only

Sample Pald: No Payment Method:

TSR: BF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit MI 48203 Payment $:

Check #:

Date Sampled ‘§ e 74z

Time Sampled:_© _:7/]  pisase Uss Mitary Tams, 0.9, 3:00pm = 15:00
Check Time Zone: [PIEST [JCSTIMST[]PST
Glient Name: Cord M epuoriaf Daveoce

t

Phone Number: 3 1 - 8(97 - O 5m0

Fax Number;

PWS ID# (if applicable):

Saniple 1D or Source: D Wi n (= 4«3

Source Type: [] Spring [] well Municipal [7] Surface

[T Other:
City & State: T Dedy-oif, i/

{if Different then Above)
Sample Collected By: l 2 4 ‘ ﬁ ’ :
{Signature)

Sample Collected By; ‘.;C“ anez |dewgh: (\
(Please Prnt) |

Form Completed By:' ] 22 e (_.{ d:z L

Additional Comments:

Lab Comments/Special Instructions:

Stata Forms:

[[] beviations from accgptablglsample recelpt criteria noted

on PSA form.

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




A

% National Testing

General Compliance

Order Number: 2076912 355007
Order Date: 04/19/2016
Sample Number: TG 0
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting tnformation:
17800 Woodward Ave
Detroit MI 48203 Payment $:
Check #:

Date Sampled : .5 / /(o] [

Time Sampled: O I.ZL‘:{‘_ Pioase Uss Milary Time, .. 3:00pm = 15:00
Check Time Zone: [JEST [JCST Owmst[]PsT
ClientName: £~ | e morial Do NCa i

Phone Number; 5 (% - Ro7~ O506

Fax Number:

PWS ID# (if applicable):

Sample iD or Source: 2&!2‘! 4 fi!‘-’:t: 25 &m’, salFlush)

Source Type: [J Spring [7] Well [W Municipal [ Surtace
[] Other:

City & State: | ) odrpib Jid |

{If Diffarent than Above)
Sample Collected By: L,
{Slgnature)
Sample Collected By | Jonner He e f,}\ L
{Please Print)

Form Completed By: sWonnez Hew ‘nﬁ A

Additionat Comments;

Lab Comments/Special Instructions:

State Forms:

LabSam'ph Information:
Date Received: |

Time Recelved: l”

L

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




4 National Testing

General Compliance

Laboratories, Order Number: 2076912 35500
e Order Date: 04/19/2016 UL
Quality Woter nalysiy  Sample Number: LT
Sample Paid: No Payment bethod:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment $:
Check #:
Lab Comments/Spacial Instructions:
Date Sampled ; O [ [/ [¢
Time Sampled;_O_:77/7 Plsase Use Mitary Time, e.0. 3:00pm = 15:00
Check Time Zone: [ZIEST []CSTIMST[]PST
Client Name: -0 ¢l (e oy ip/ DNoaware
t T
Phone Number; 3( P - 8(07 - OS5 oo
Fax Number:
State Forms:

PWS ID# (if applicable):

Sampie ID or 30“*’051514»«39 le S Mens Badinic.. Cd0a)

Source Type: [] Spring [ Well [§ Municipal [ Surface
[C] Other:

City & State; ooty o

Al
" (if Differant than Above)

Sample Collected By:
{Signature

Sample Collected By{Do AR €2 HQ eioh U
{Ploase Prinf) |

Form Completed By::j 20 lne? Hg ‘ il

et

Additional Comments:

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS
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K% National Testing

General Compliance

bo 1 Lt Order Number: 2076912 355069
NN il Order Date: 04/19/2016
Quality Water Analysis  Sample Number. ORI
1-800-458-3330 PrOdUCt: Lead On'y
Sample Paid: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment $:
Check #:

Date Sampled : 4 /1% 1/C

Time Sampled: o . 220 Plaase Use Bllitary Time, 6.g. 3:00pm = 15:00
Check Time Zone: Eésr Oestmst]psT
Client Name: T | e, vl —Dm}z caye

A%~ 87 - o500

Phone Number:

Fax Number:

PWS ID# (if applicable):

Sampie iD or Source: 2@!!1“ = Mﬁil’z é&ﬂm " (Eﬂ£$!

Source Type: [] Spring [] Well (Ef Municipal [7] Surface
[ Other:

Lab Comments/Special inatructions:

State Forms:

City & State: D eXyod, MI

(if Diffarent than Above)
Sample Collecied By: t; 2 5 é ! - él*
{Signature)

Sample Collected By: | Donic; Mo ‘,“;‘9[,‘ (!l

¥

Lab Sample mformafon:

Date Recelved: /} MAY 1 6] 2016

i

Time Recelved: /1

{Please Print)
Form Completed By: ), Az A.em#[n (!

Adiditional Comments:

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




